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COMMISSIONING TAG
Device ID: 
0011513051010001440-121698091725

PD Tag:  
TT- 101 

Revision: 7.2
Support files available at 
www.rosemount.com

Tear Here

Revision: 7.2
Support files available at 
www.rosemount.com

Device Serial Number:
XXXXXXXXXX

Device ID: 
0011513051010001440-121698091725

PD Tag:   
TT- 101   
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 (AI) 
(AI) AI

AI

AI

AI BLOCK_MODE (TARGET) OOS ( )

BLOCK_MODE TARGET AUTO

SENSOR_TYPE “Pt 100_A_385 (IEC 751)”

SENSOR_CONNECTIONS “2 ” “3 ” “4 ”

SENSOR_TYPE “ , Calvandu”

SENSOR_CONNECTIONS “2 ” “3 ” “4 ”

SENSOR_CAL_METHOD “ ”

SPECIAL_SENSOR_A

SPECIAL_SENSOR_B

SPECIAL_SENSOR_C

SPECIAL_SENSOR_R0

2. AI (1)

(1) AI

CHANNEL
1. 1
2.

L_TYPE "DIRECT"

XD_SCALE

• mV
• Ohms
• °C
• °F
• °R
• K

OUT_SCALE "DIRECT" L_TYPE OUT_SCALE
XD_SCALE

HI_HI_LIM
HI_LIM
LO_LIM
LO_LO_LIM

"OUT_SCALE"
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ATEX  (94/9/EC)
ATEX

 (EMC) (89/336/EEC)
644H 644R – EN 50081-1:1992; EN 50082-2:1995;
EN 61326-1:1997 +AI

 (FM) 

I5

E5

K5

 (CSA) 
I6

K6

CENELEC ATEX 

I1 CENELEC

Bassefa03ATEX0499X

ATEX II 1 G Ex ia IIC

1180

 (X)
IP20

1
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E1 CENELEC

KEMA99ATEX8715X

ATEX II 2 G Ex d IIC T6

1180

T6 (Tamb= –50 °C 65 °C)

Ui=55 Vdc

 (X)

N1 CENELEC n

BAS00ATEX3145

ATEX II 3 G Ex nL IIC T5

T5 (Tamb= –40 °C 70 °C)

Ui=45 Vdc

NC CENELEC n

BAS99ATEX3084U

ATEX II 3 G Ex nL IIC

EN 50021 IP54

IECEx 
E7 IECEx

IECEx KEM 09.0015X

Ex d IIC T6 ( )

Ex tD A20 IP 66 T 95 ºC ( )

Vmax = 32 V

 (X)

— J5 J6

3.

Vmax = 32 Vdc Umax = 5 V

Imax = 12.0 mA Imax = 2.0 mA
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I7 IECEx

IECEx BAS 07.0053X

Ex ia IIC T4/T5/T6

 (X)
1. IP 20

2. 1

N7 IECEx n

IECEx BAS 07.0055

Ex nA nL IIC T5 (–40 °C < Ta < 70 °C)

NG IECEx n

IECEx BAS 07.0054U

Ex nA nL IIC T5 (–40 °C < Tamb < 75 °C)

Ui = 32 Vdc

IP54

Centro de Pesquisas de Energia Eletrica (CEPEL) 

I2 CEPEL

JIS

E4

Gostandart

4.

Pi (W) Ta

1.3 T4 –50 °C +60 °C

5.32 (FISCO IIC ) T4 –50 °C +60 °C

5.

 ( )  (FISCO)
Ui = 30 V dc Ui = 17.5 V dc Uo = 13.9 Vdc

Ii = 300 mA Ii = 380 mA Io = 23 mA

Pi = 1.3 W Pi = 5.32 W Po = 79 mW

Ci = 2.1 nF Ci = 2.1 nF Ci = 7.7 nF

Li = 0 mH Li = 0 mH Li = 0

6.

RTD

Ui = 32 V Ui = 5 V Ui = 0
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EC Declaration of Conformity 
No:  RMD 1016  Rev. F 

We,

Rosemount Inc. 
8200 Market Boulevard 
Chanhassen, MN 55317-6985 
USA

declare under our sole responsibility that the product, 

Models 644 Smart Temperature Transmitter (Hart & Fieldbus) 
manufactured by,  

Rosemount Inc. 
12001 Technology Drive 
Eden Prairie, MN 55344-3695 
USA 

to which this declaration relates, is in conformity with the provisions of the European 
Community Directives as shown in the attached schedule.   

Assumption of conformity is based on the application of the harmonized standards and, when 
applicable or required, a European Community notified body certification, as shown in the 
attached schedule. 

                                                  Vice President of Global Quality 

                     Timothy J. Layer                         24-March-2008 
(date of issue) 

(function name - printed) 

(name - printed) 

(signature) 
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Schedule 
EC Declaration of Conformity RMD 1016  Rev. F 

EMC Directive (2004/108/EC) 

Models 644HA Smart Temperature Transmitters (Hart) 
EN 61326: 1997 + A1/A2/A3 -- Industrial

Models 644HF Smart Temperature Transmitters (Fieldbus) 
EN 61326: 1997 + A1/A2/A3 -- Industrial

Models 644RA Smart Temperature Transmitters (Hart) 
EN 61326: 1997 + A1/A2/A3 -- Industrial

ATEX Directive (94/9/EC) 

Models 644HA Smart Temperature Transmitters (Hart) 
Ex ia IIC:  BAS00ATEX1033X -- Intrinsically Safe Certificate 
   EN 60079-0: 2006, EN 60079-11: 2007 

Ex nL IIC:  BAS00ATEX3145 -- Type n Certificate 
   EN 60079-0: 2006, EN 60079-15: 2005  

Ex nL IIC: BAS99ATEX3084U -- Type n Component Certificate 
   EN 60079-0: 2006, EN 60079-15: 2005   

EEx d IIC: KEMA 99ATEX8715 -- Flameproof Certificate 
   EN50014: 1997 + A1, A2, prA3, EN50018: 1994 + prA1…prA3 

Models 644HF Smart Temperature Transmitters (Fieldbus) 
Ex ia IIC: Baseefa03ATEX0499X -- Intrinsically Safe Certificate 
   EN 60079-0: 2006, EN 60079-11: 2007 

Ex nL IIC: BAS00ATEX3145 -- Type n Certificate 
   EN 60079-0: 2006, EN 60079-15: 2005   

Ex nL IIC: BAS99ATEX3084U -- Type n Component Certificate 
   EN 60079-0: 2006, EN 60079-15: 2005   
13
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Models 644HF Smart Temperature Transmitters (Fieldbus) - continued 
EEx d IIC: KEMA 99ATEX8715 -- Flameproof Certificate 
   EN50014: 1997 + A1, A2, prA3, EN50018: 1994 + prA1…prA3 

Models 644RA Smart Temperature Transmitters (Hart) 
Ex ia IIC: BAS00ATEX1033X -- Intrinsically Safe Certificate 
   EN 60079-0: 2006, EN 60079-11: 2007 

Ex nL IIC: BAS00ATEX3145 -- Type n Certificate 
   EN 60079-0: 2006, EN 60079-15: 2005   

Ex nL IIC: BAS99ATEX3084U -- Type n Component Certificate 
   EN 60079-0: 2006, EN 60079-15: 2005   

ATEX Notified Bodies for EC Type Examination Certificate
Baseefa (2001) Ltd [Notified Body Number: 1180] 

  Health and Safety Laboratory Site 
Harpur Hill  
Buxton, Derbyshire SK17 9JN 
United Kingdom 

  KEMA (KEMA) [Notified Body Number: 0344] 
Utrechtseweg 310, 6812 AR Arnhem 

  P.O. Box 5185, 6802 ED Arnhem 
  The Netherlands 

 Postbank 6794687 

ATEX Notified Body for Quality Assurance
Baseefa(2001) Ltd [Notified Body Number: 1180] 
Health and Safety Laboratory Site 
Harpur Hill  
Buxton, Derbyshire SK17 9JN 
United Kingdom 
14
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 RMD 1016 F  

 
EMC  (2004/108/EC) 

 
644HA  (Hart) 

 EN 61326:1997 + A1/A2/A3   
  

644HF  (Fieldbus) 
 EN 61326:1997 + A1/A2/A3   

  
644RA  (Hart) 

 EN 61326:1997 + A1/A2/A3   
 

 
ATEX  (94/9/EC) 

 
644HA  (Hart) 

Ex ia IIC  BAS00ATEX1033X   
   EN 60079-0:2006, EN 60079-11 2007 
 
Ex nL IIC  BAS00ATEX3145  n  
   EN 60079-0:2006, EN 60079-15 2005 
 
Ex nL IIC: BAS99ATEX3084U  n  
   EN 60079-0:2006, EN 60079-15 2005 
 
EEx d IIC: KEMA 99ATEX8715   
   EN50014:1997 + A1, A2, prA3, EN50018:1994 + prA1 prA3 

 
644HF  (Fieldbus) 

Ex ia IIC: Baseefa03ATEX0499X   
   EN 60079-0:2006, EN 60079-11 2007 
 
Ex nL IIC: BAS00ATEX3145  n  
   EN 60079-0:2006, EN 60079-15 2005 
 
Ex nL IIC: BAS99ATEX3084U  n  
   EN 60079-0:2006, EN 60079-15 2005 
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644HF  (Fieldbus)   

EEx d IIC: KEMA 99ATEX8715   
   EN50014:1997 + A1, A2, prA3, EN50018:1994 + prA1 prA3 

 
 

644RA  (Hart) 
Ex ia IIC: BAS00ATEX1033X   
   EN 60079-0:2006, EN 60079-11 2007 
 
Ex nL IIC: BAS00ATEX3145  n  
   EN 60079-0:2006, EN 60079-15 2005 
 
Ex nL IIC: BAS99ATEX3084U  n  
   EN 60079-0:2006, EN 60079-15 2005 

 
 
ATEX  

Baseefa (2001) Ltd [ 1180] 
  Health and Safety Laboratory Site 

Harpur Hill  
Buxton, Derbyshire SK17 9JN 

 United Kingdom 
 

  KEMA (KEMA) [ 0344] 
  Utrechtseweg 310, 6812 AR Arnhem 
  P.O. Box 5185, 6802 ED Arnhem 
  6718 

 Postbank 6794687 
 
 
ATEX  

Baseefa (2001) Ltd [ 1180] 
Health and Safety Laboratory Site 
Harpur Hill  
Buxton, Derbyshire SK17 9JN 
United Kingdom 
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